
WATER
HEATER

HEAT TRAPS
(REQUIRED)

FIRST 8 FT OF
INLET PIPING
MUST BE INSULATED

C. W. IN

FIRST 8 FT OF
OUTLET PIPING
MUST BE INSULATED

H.W. OUT

HEAT TRAP AND INSULATION REQUIREMENTS
FOR NONCIRCULATING SYSTEMS

MINIMUM PIPING INSULATION THICKNESS
SHALL BE 1/2 INCH


